120 V. SOURCE POWER REQUIRES LICENSED ELECTRICIAN FOR "HARD WIRE HOOKUP".

3/4" PVC CONDUIT (LENGTH AS REQUIRED)  
3/4" "LB" CONDUIT BOX

NOTE: GROUNDING ROD PATTERN MAY BE USED WITH BL-LA01 BASELINE LIGHTNING ARRESTOR IN FIELD WIRING

GROUNDING LUG

DIFFERENT SOILS PRODUCE DIFFERENT RESISTANCE. THE CRITICAL ELEMENT IS TO ACHIEVE 5 OHMS RESISTANCE AS A LOW CONDITION.

#6 AWG BARE COPPER WIRE

FLOOR GRADE

8' (MIN)

BASELINE "X" SERIES WALL MOUNT CABINET
GROUNDING DETAIL

NTS